2" X 2" WOOD POST 2
ABOVE GRADE

1" POLYCAM FLARED NUT,
SERIES 914

1” CORPORATION STOP TO
BE INSTALLED INTO THE
TOP OF PIPE WITHIN 2’ OF
PLUG

|
VARIES

f

C-900 & C-905
WATERMAIN
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7.5’ MIN.

CONNECT TRACER WIRE
WITH BRASS GROUND
CLAMP TO STAND PIPE

{=———— 8" X 4” X 2" CONCRETE
BRICK SUPPORT

sl e——— MANHOLE BLOCK SUPPORT
7 TO UNDISTURBED SOIL

PLUG WITH FITTING RESTRAINTS

WATERMAIN AIR BLEED
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